Wolverine World Wide Former Tannery Site
PRELIMINARY Results

len._.D.

Sample Name:

Ex. 6 - Personal Pr'in\)acy

Sample Type: Drinking Water 1 Drinking Water 1 - Duplicate Drinking Water 2
Date Collected: 12/27/2017 12/27/2017 12/27/2017
Analyte {ng/L) CAS # Criteria’ Result | Qualifier | MDL| Result | Qualifier | MDL] Result | Qualifier | MDL
NEtFOSAA 2991-50-6 NA ND 2 ND 2 ND 2
NMeFOSAA 2355-31-9 NA ND 2 ND 2 ND 2
Perfluorobutanesulfonate 375-73-5 NA ND 2 ND 2 ND 2
Perfluorodecanoic acid 335-76-2 NA ND 2 ND 2 ND 2
Perfluorododecanoic acid 307-55-1 NA ND 2 ND 2 ND 2
Perfluoroheptanoic acid 375-85-9 NA ND 2 ND 2 ND 2
Perfluorohexanesulfonate 355-46-4 NA ND 2 ND 2 ND 2
Perfluorohexanoic acid 307-24-4 NA ND 2 ND 2 ND 2
Perfluorononanoic acid 375-95-1 NA ND 2 ND 2 ND 2
Perfluoro-octanesulfonate (PFOS) 1763-23-1 NA ND 2 ND 2 ND 2
Perfluorooctanoic acid (PFOA) 335-67-1 NA ND 2 ND 2 ND 2
Perfluorotetradecanoic acid 376-06-7 NA ND 3 ND 3 ND 3
Perfluorotridecanoic acid 72629-94-8 NA ND 2 ND 2 ND 2
Perfluoroundecanoic acid 2058-94-8 NA ND 2 ND 2 ND 2
PFOS and PFOA combined NA 70 ND 4 ND 4 ND 4

Notes
MDL = Method detection limit
ND = Non detect

E = Concentration exceeds the calibration range
J = Estimated value >= the MDL {or DL} and > the Limit of Quantitation {LOQ or RL)
all results reported in ng/L = nanograms per liter
1. Generic Residential and Nonresidential Drinking Water criteria, MDEQ January 10, 2018.
Highlighted cells indicated an excedance of MDEQ criteria
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